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APPLICATIONS NOTE

Description: Quick Start for configuring the TrendWorX32
Viewer.

OS Requirement: The operating system required is Win
XP/2000/NT/95/98/Me.

General Requirement:

The TrendWorX32 product collects process data and logs this
into standard databases (MS Access, MSDE, MS-SQL).

TrendWorX32 serves this data for reporting purposes or for live
presentation on the screen. The following table shows the
specific trending tasks and the TrendWorX32 module
performing the task.

Functionality TrendWorX32 Module

Trend logging to RAM Persistent Trending

Trend logging to databases TrendWorX32 SQL Data

Logger

Real-time/historical trend Trend Viewer ActiveX
presentation

Trend reporting TrendWorX32 Reporter

Trend container application TrendWorX32

Capablhtles

Presents real-time and persistent OPC Data.

e Presents long term history data from the SQL Data
Logger.

e Trend presentation is freely configurable.

e Intranet/Internet ready.

e  Multi-language support.

Conﬁgurmg the Trend Viewer

Start GraphWorX32 (or the trend container
application)

2. Adda Trend ActiveX to the display from the ActiveX
Toolbar
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3. Double-click the Trend ActiveX to change its
properties.

The two most important tabs are Rates and Pens. The Rates tab
specifies the time span of the window and the amount of
samples being drawn. The Pens tab allows you to specify the
pens and their specific properties.
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Fig. 1: Trend Viewer Properties

Select the Pens tab.

Select OPC Tags... and browse to your OPC Server

and select the relevant tags.
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Fig. 2: Configured Trend Pens
6. Click OK and put the display into Runtime.
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Fig.3 TrendWorX32 Viewer in action
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