Description: Guide to logging Alarms to an Oracle 9i Database
OS Requirement: Win 2000 Pro/Server, XP Pro, Server 2003
General Requirement: Oracle 9i Server already installed on
the PC, and ICONICS Oracle DB Connector licensivaietd.

Introduction

The AlarmWorX32 Logger allows you to log your alarand
events into a database, creating a record of wagtdned. This
document will detail the steps to set up the AlaronB2
Logger for logging information to an Oracle databhas

The AlarmWorX32 Logger supports the following feats for
Oracle:
¢ Logging alarms to an Oracle database
*  Specify table name, max table size, and max logging
interval.
¢ Configure archive tables, including number of avehi
tables, table size, and table interval.

Creating a New Oracle Database

You have to create a new database in Oracle betoréguring
your Alarm Logger to log Alarm History. Please gslur
Oracle System Administrator for additional helydfu do not
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Figure 2 - Oracle User Permission

Alarm Logger Configuration

K how t N datab 1. Open Alarm Logger Configurator from Stabt Programs
how how fo create a new database. > ICONICS Genesis32 AlarmWorX32-> Alarm
. Logger Configurator.
%ngég? uh da\lge a data:jb?siﬁregtetdbfor alan;]r! I(r)]gg_ali::ga ired 2. If you do not have an active configuration alreadigk on
. and Password for this database, which velrequire File > New and follow the on screen direction to create a
in the ODBC configuration. Set the properties fog hew user new configuration database
as shown in Figure 1. 3. Add your alarm attributes by right clicking on the
. configuration and selecting New Column Definition.
aﬁmrk 4. Make sure to add a node name and link the node to a
Databases configuration.

2 e ALARNS - A5 SYSDBA 5. Click on the Configuration that you have created| select
the Database Logging Tab, click on Database Corameift
it is not already the selected pane.

6. Check ‘Enable Data Logging” and click on the “Browse”
Roles J button.
Profiles
nnnnn Diatabaze Logaing | Printer Logging I Translation I
Figure 1 - Adding a User and Password [l Bkl B Lo
I @; [atabaze Connection | @ Fedundancy Table[z] Management
—Primary Data Source————————————————— [~ Advanced Settings
Modify these settings if you want
ey Fb) Senes
s e l—admin your ownh connection sting.
Pazsword: I ml
Figure 3 - Connecting to an ODBC Data Source
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APPLICATIONS NOTE

7. The “Select Data Source” Window will open up as shown
in the figure below. Seledt achine Data sour ce, andclick

onNew.
File Data Source  Machine Data Source |

Drata Source Mame | Type | Description |
Alarmsz System

dBASE Files User

Excel Files User

LocalServer System

M5 Access Database User

A Machine Data Souce is specific ta thiz machine, and cannot be shared.
"Uszer" data sources are specific to a user on this machine. “System’’ data
zources can be used by all users on this machine, or by a spstem-wide service.

Ok I Cancel | Help

Figure 4 - Select Data Sour ce

8. TheCreate New Data Source window will open up as
shown in the Figure 5. Selesystem Data sour ce and
click on Next.

Create New Data Source x|

Select a type of data source:

" User Data Source [Applies to this maching only)

&+ System Diata Source [Appliss to this maching oy}

Selecting System D ata Source creates a data source
which is specific ta this machine, and usable by any
uzer who lags onta this machine.

< Back I Mewt > I Cancel

Figure5 - Create New Data Source

9. Select théDracle Driver from the list of drivers as shown
in Figure 6.Click Next to continue.

Create New Data Source LI

Select a driver for which pou want to set up a data source.

Marme I V:l
Microsoft ODBC for Oracle 2.
Microsoft Paradox Driver [*.db )
Microsoft Paradox-Treber (".db )
Microsoft Text Driver [*.tat; " csv]
Microsoft Text-Treiber (“ket; *.cav)

Microsaft Visual FouPro Driver

Micrasoft Vis Pro-Treiber
(Oracle in OraHome52
wer

I

< Back I Wext > I Cancel

Figure 6 - Select Oracle Driver

10. The selected driver will be shown. If you want taka any
changes click Back, otherwiskck onFinish to create a
new DSN and connect to a Database.

11. Give your data source a name.

12. For the TNS Service Name, select the Alarms Da&atest
you have created from the dropdown list.

13. Specify the user-id you have created (the new user)

14. Test the connection by clicking on the “Test Cortioed
button when you are done.

15. Click “OK” to save it after you have had successful test
connection.

Cancel |
j Help |
Test Connection |

Diata Source Name IAIarms

Desciiption I

TNS Service Name ||

User ID

[EE]

EVENTS

EXTPROC_COMNECTION_DATA
Application | Dracle | Wwior| NST1_HTTP

TRENDS
Enable Result Sets ¥ Enable Quem Timeout W Read-Onl Connection [

Enable Closing Cursors [~ Enable Thiead Safety W SQLGetData Extensions '

Batch Autocommit Mode: IEomm\l orly if &l statements succeed j

Figure7 - Configuring the Data Sour ce

16. A login window will open. If you have a password
corresponding to the user id, type the passwordchokl
“OK". See the figure below:
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APPLICATIONS NOTE
x

Service Mame

IALAFIMS
Usger Hame
Gl Cancel |
Paszsword
= About.... |

Ixxx

Figure 8 - Oracle Login Dialog

17. The login window will be closed, and you come baxkhe
Machine Data source window. The data source shueild
selected in the lisClick OK to come back to the Alarm
Logger Configurator.

18. You will have to type in the password again in ldgger
configurator for security purposeslick onApply to save
the changes.

@ Hame: [Blems

Alarm
Filter:

Database Logaing | Printer Loggingl Trarwslation |

Verifying Logged Data

1. To see the alarms in the database, df@er prise
Manager Console.

2. Open the Alarms Database. Expand AlarthSchema>
AWX (the user you created) Tables. You should see
your table.

CHee ALARMS - AS SYSDBA

Instance
S Schema

T A

Tahles

Figure 11 - AlarmWor X32 Logger Tablein Oracle

3. Right click on the Table name, and click \érew/Edit

[ Ensble D atabase Logging Contents from the popup menu. This will show the data
[ Databass Corveston | %4 Reduwdancy | 7 Tabiels]Management | present in the database.
PimawDataSewce | [ Advanced Sellings
odify these settings if pou want
|A\alms J to change default OLE DB # Table Editor : "AWX"."EVENTLOG" - @ALARMS N ] 5
ELDL.‘:‘S"?:”D'DE,;”,?:E‘:DTZfﬁn‘ﬁe rﬁ CHANGEMASK £ EVENTTYPE 1 SEVERITY & QUALITY 1 |ACTORID § | ACKCOMMENT = cv } LI
User name A | [s1 Condition 500 600D 42 |s0/a)
Password e Advanced @j 51 Condition 500 GOOD 87 79
g 51 Condition 500 GOO0D o 0
1 Condition 500 GOOD ] 50
32 Condition 500 GOOD 4 19
E
33 Condition 500 GO0 36 50
9 32 Conditian 500 GOOD 1 25
e Edit Subsciiption. 2 Condition 500 500D 0 39
1 Condition 500 GO0 n 25
. . . 1 Conditian 500 GOOD 43 39
Figure9 - Logger Configuration Password = condian <0 500D = T2
32 Condition 500 GOOD 7a 75
. . 33 Condition 500 GOO0D k] 69
19. Click onTables M anagement button, and specify the i T e P
table name, and the archiving of records €tock on 2 Sl |t coeD B _lm
32 Condition 500 GO0 8 13
Apply to save the changes. 5 conaten 500 5000 e
32 Condition 500 GOOD pal 39
Canditis =
. T D
@ Name |"“"5’"‘S Agply Revert | Show 8L Close Help
Alam
Fier N . L .
Figure 12 - Viewing Data in the Table
Database Logging | Printer Lugglngl Translatlonl
| ¥ Enable Database Logging
% Database Connection | * 4 Redundancy | 5 Table(s) Management |
Table Nare: [Eventlog A Ve
S ¥ Mas Tables: 30
¥ Max Becords: 1000 I~ Max Records: 1000
I~ Maglnterval [T 7eals) ||| ¥ Masierval [Teats) [
 Snapshots Table
Snapshots Perod (hours): 0 0= o snapshiots)
Value in 'Snapshols Period has ta be > 0 to make VCR Rieplay of Alams working
oy || Beset | Addiies | Eit Subscription
Figure 10 - Table Management
20. Make the configuration Active and start the Alarwgger.
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